NOTES:
1. NEW CIRCUIT 3—203-26 WILL PROVIDE DETECTION FOR THE DETECTORS IN UTILITY ROOM.

2. NEW CIRCUIT AVZ WILL PROVIDE POWER FOR THE STROBE ELEMENT OF THE OCCUPANT NOTIFICATION
APPLIANCES IN THE UTILITY ROOM. THE EXISTING BUILDING'S BELL CIRCUIT WILL POWER TO THE BELL
ELEMENT OF THE OCCUPANT NOTIFICATION APPLIANCES IN THE UTILITY ROOM.

3. AHU T = AHU-01 FAN SHUT DOWN INTERPOSING RELAY CIRCUIT FROM FIRE ALARM CONTROL PANEL.

4. AHU T2 = AHU-02 FAN SHUT DOWN INTERPOSING RELAY CIRCUIT FROM FIRE ALARM CONTROL PANEL.

5. AHU T3 = AHU-03 FAN SHUT DOWN INTERPOSING RELAY CIRCUIT FROM FIRE ALARM CONTROL PANEL.
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